NOTES:

1. ON PIPE SIZES 6"-14" ROD AND NUT WILL
HAVE MIN. YIELD STRENGTH OF mO.OOO PSI PIPE SIZE _ _ ROD DIA. _ _ NO. RODS _ _._.O._.>_r THRUST (Lbs)
ON PIPE SIZES 16"-24" ROD AND NUT WILL
HAVE MIN. YIELD STRENGTH OF 100,000 PSI 6" 3/4" 2/3 5,655
2. RODS HAVE 6" OF THREAD ON EACH END m_vu. wm m% um.www
3. ALL METAL TO BE CLEANED AND COATED = - 2 e
WITH AN APPROVED PROTECTIVE COATING TEES, PLUGS & 14" 3/4" 6 30,800
FOLLOWING INSTALLATION AND PRIOR TO VALVES mw_. MM, M MW.MMM
BACKFILLING, SEE NOTE 3, DWG. NO. 127 7D enT 5 oa50
30" 1" 6 141,375
36" 1" 6 203,595
6" 3/4" 2 1,110
8" 3/4" 2 1,970
10" 3/4" 2 3,080
12" 3/4" 2 4,435
3 12" 34 2 6,035
Wes 16" 32 2 7,885
20" 3/4" 2 12,320
24" 3/4" 2 17,740
30" 1" 2 27,720
36" 1" 2 39,910
6" 3/4" 2 2,210
8" 3/4" 2 3,925
10" 3/4" 2 6,130
12" 3/4" 2 8,825
o 14" 3/4" 2 12,015
2/°B 16" 32" 2 15,690
20" 3/4" 2 24,515
24" 3/4" 2 35,305
30" 1" 2 55,160
36" 1" 2 79,435
6" 3/4" 2/3 4,430
8" 3/4" 2/3 7,700
10" 3/4" 2 12,025
12" 3/4" 4 17,312
o 14" 3/4" 4 23,565
4578 16" 3/4" 4 30,780
20" 3/4" 4 48,090
24" 3/4" 6 69,250
30" 1" 4 108,205
36" 1" 6 155,810
6" 3/4" 2/3 8,000
8" 3/4" 3 14,220
10" 3/4" 4 22,214
12" 3/4" 6 32,000
o 14" 3/4" 6 43,540
90°B 16" 3/4" 4 56,870
20" 3/4" 6 88,860
24" 3/4" 8 127,960
30" 1" 6 199,930
36" 1" 6 287,900
ﬁ REVISIONS DATE REVISIONS = DRAWING NO|
8/08| NRR = =
FULTON COUNTY STANDARD DETAIL 126 DGS/DRN/CHKD:CMS EZ FULTON COUNTY PUBLIC WORKS
THRUST RESTRAINTS: TIE ROD CHART APPROVED: __REW Eead 141 PRYOR ST ATUANTA, CA. 305031 126
: DATE: 12-2-05 =& 404-612-7400 FAX: 404—224—0498
FULTON COUNTY




