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MAINTAIN NORMAL GRADE

18—4" NOTE: .
TOP OMITTED FOR CLARITY ALL POURED-IN—-PLACE CONC. TO BE CLASS "A" 3000 P.S..

*8" DIA. CONC. SLAB TO BE POURED MONOLITHIC WITH THROAT SLAB
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4" P.V.C. WEEP HOLE BARS MUST BE SUPPORTED WITH 2" BAR SUPPORTS STEP
SECTION C-C . 1
NOTE_REQUIRED: .
CAST IN PLACE IN ANY SUBDIVISION THE OPTION IS TO USE EITHER | 3]
FOR AL POURED 1N PLACE GONCRETE. e ) ALL ONLINE_CATCH BASINS . u.ﬁ
OR ALL ONE FOOT OFFSET CATCH BASINS. wo_.wmm.wo COATED STEEL STEPS 15°%
FOR ALL CATCH BASINS, 1/2° EXPANSION JOINT ARE REQUIRED IN ALL C.B.
MATERIAL SHALL BE PLACED AROUND THE CATCH ONE FOOT OFFSET REQUIRED IN ALL CUL—DE-SACS. FOR ADDITIONAL DETAILS SEE
BASIN WHERE SIDEWALK OR MEDIAN PAVEMENT STANDARD # 104 (=]
IS PLACED ADJACENT TO THE CATCH BASIN
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