\m_A_D RESISTANT SURFACE

\_Umzm._.m>._._ZO PICK HOLES
WATER

/h.. HIGH LETTERS

WATER OR RECLAIMED
WATER AS APPROPRIATE

CAST IRON METER BOX
WITH IRON COVER
(COVER FLUSH)

EDGE OF PAVEMENT

1" A&V VALVE
3" CONCRETE PAD
PIPE TO SANITARY SEWER: 1" COPPER PIPE
TUBE

1" CORPORATION COCK

NOTES:

1.VALVE MARKER REQUIRED.

2. A&V VALVE AND COPPER SHALL BE SIZED IN
ACCORDANCE WITH VALVE MANUFACTURER'S
RECOMMENDATIONS.

3.METER BOX SHALL BE CDR 10 X 15HC OR APPROVED EQUAL
4.A & V VALVE SHALL BE VENT-O-MAT SERIES RBX OR EQUAL

FULTON COUNTY STANDARD DETAIL 817
A & V RELEASE VALVE ASSEMBLY
1” OR 2"

DATE REVISIONS DATE REVISIONS
8/08 | NRR

DGS/DRN/CHKD: CMS
APPROVED: REW
DATE: 12-2-05
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141 PRYOR ST. ATLANTA, GA. 30303
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